
“Committed to Protecting our Community” 

         

O’FALLON FIRE PROTECTION DISTRICT 
111 LAURA K DRIVE, O’FALLON MO 63366     

(636) 272-3493         (636) 240-5312                       
Fax (636) 272-7857 

       
If authorized by a Fire Official, a Fire Watch may be temporarily used while a Fire Detection or Protection System is out of 

service for repairs or alterations. The following are minimum requirements that must be followed before a Fire Watch will be 

approved. Additional requirements may be ordered by the Fire Marshal as needed. 

•  Fire Watch must be a minimum age of 18 years old. 

•  Fire Watch must always remain awake and alert. 

•  The Fire Code Official must be notified of any service interruptions. 

•  The alarm company must be notified regarding the extent and expected duration of the fire detection or protection 

system impairment. 

•  Fire Watch shall not be discontinued without approval. 

(If Fire Watch is being maintained due to a required Fire Alarm, Detection or Suppression system being out of service, the Fire 

Watch must be maintained 24 hours a day until the system is placed back into service). 

•  Fire Watch shall be familiar with how to contact the Fire Department using the 911 system in case of fire. 

•  Fire Watch must have access to telephone equipment that can contact the Fire Department. 

•  Fire Watch designee must have a working knowledge of the fire alarm and its components, as well as the ability to 

communicate a fire alarm and effectively order an evacuation of the building. 

•  Fire Watch shall be familiar with the premises and evacuation procedures for the building. 

•  Fire Watch designee must also prevent fires by identifying and controlling fire hazards. 

•  Fire Watch shall always have access to an approved portable fire extinguisher. 

•  Fire Watch shall have knowledge of how to use portable fire extinguishing equipment. 

**If special Fire Fighting equipment is provided in the building, the Fire Watch shall have approved training in the use of the 

equipment (i.e. Hose stations, etc.) ** 

•  In Places of Assembly (“A” use group) a Fire Watch must be posted in each separate room that is capable of being 

occupied by 49 or more people. 

•  Fire Watch shall not have any other responsibilities other than being a Fire Watch. 

•  Fire Watch must be posted on each floor of multiple story structures. 
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•  Fire Watch must conduct a complete walk through of the entire building at least one (1) time every 30 minutes, every 

15 minutes where occupants are sleeping.  

•  Fire Watch shall keep a written log of all patrols and shift activities. 

•  When the system is repaired by a trained fire protection technician as approved by the fire code official, a copy of the 

work order detailing what repairs were made and that the system is now operational should immediately be sent to the 

Fire Prevention Division. Work order can be emailed to permits@ofallonfire.org  

•  When any fire protection system is taken out of service it must be clearly identified with a visible tag. The tag shall be 

posted at each fire department connection, system control valve, fire alarm control unit, fire alarm annunciator and fire 

command center, indicating which system, or parts thereof, have been removed from service. The tag(s) must remain 

visible until the full protection system is restored. 

If you have any questions about our fire watch requirements, please contact the Fire Prevention Division at 636‐240‐5312 

       
   
   
 

 
 
 



O'Fallon Fire Protection District Fire Watch Log
Name and Address of Bussiness _______________________________________________________________________________________________
Start date and time of fire watch ______/_______/________  _____:______ AM/PM
End date of Fire Watch                  ______/_______/________  _____:______AM/PM
Reason of Fire Watch: ______________________________________________________________________________________________________
Name and Address of Bussiness _______________________________________________________________________________________________
Names of Fire Watch Personnel must be over the age of 18_________________________________________________________________________

FIRE WATCH LOG SHEET
Patrol Time Initial Area Protected and Status Comments

SPECIFIC DUTY REQUIREMENTS:
1. Fire watch personnel shall not be assigned to any other duties during fire watch.
2. Fire Watch personnel shall patrol assigned area every 30 minuites or 15 minuites in building where occupants are sleeping
3. Fire Watch personnel shall maintain this log documenting fire watch acctivities.
4. Fire Watch personnel shall notify occupants of the facility if the need to evacuate arises. 
5. Fire Watch personnel shall have communication equipment to notify 911 of an emergency.
6. Fire Watch personnel shall have knowledge of the locations and operation of fire protection equipment. Ex. Fire extinguishers.
7. The Fire Protection District shall be notified whe the out of service fire protection system is back in full service. 

Notify the Fire District when a fire protection system is out of service. 636-240-5312 contactus@ofallonfire.org 
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